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Introduction
Currently, residential buildings are responsible for approximately 30 % of the energy consumption in developed countries [1] , with the trend forecast to increase over the coming decades [2] . The operational phase corresponds to 80-90 % of the total life-cycle energy consumption of the residential sector [3] .
In order to reduce the energy consumption in buildings, guidelines and regulatory frameworks were established mainly for building envelopes, heating and cooling air systems, and lighting [4, 5] , as well as relevant scientific studies in this branch of knowledge [6] [7] [8] [9] . Nonetheless, hot water supply is a standard item of comfort in residential buildings in developed regions worldwide; hence, it is a key component to achieving energy and water efficiency in buildings. From a life-cycle perspective, water heating is the most energy-intensive phase of the urban water cycle, in which 84-97 % of the total energy consumption for cold and hot water supplies and sewage collection, treatment and disposal is related to water heating in buildings [10] [11] [12] .
Pérez-Lombard et al. [2] reported that water heating is equal to 14, 17, 22 and 26 % of the total energy consumption in residential buildings in the European Union, the United States, the United Kingdom and Spain, respectively. Similarly, Boait et al. [13] and Liu et al. [14] found that water heating corresponds to 18 % of the total energy consumption in standard residential buildings in the United Kingdom and the United States, respectively. In contrast, Thiers and Peuportier [15] observed that energy for water heating represents over 40 % of the total energy consumption in energy efficient residential buildings in France. In Australia, Aye et al. [16] and Kenway [17] described that water heating is equivalent to 40 and 50 % of the total energy consumption of homes, respectively. The more representative energy consumption for water heating reported by Thiers and Peuportier [15] , Aye et al. [16] and Kenway [17] may be primarily related to the low energy demand for ambient heating and cooling in the studied building typologies. Therefore, to further enhance the energy performance of buildings, attention must be drawn to the energy performance of water heating systems [13] , particularly in energy efficient buildings and regions with warmer climates where ambient heating is not required and natural ventilation is used.
To address the amount of energy required to heat water, new policies have been implemented to foster the use of renewable energy and energy efficient technologies to supply hot water in buildings worldwide [18] . The reduction of hot water consumption patterns has considerable potential to reduce the energy consumption associated with water in buildings [19] . Additionally, new electricity supply tariffs have been tested in order to reduce peak energy consumption. For instance, the Queensland Government in Australia committed AUD $63 million towards tariff control and AUD $92 million in rebate programs for residential water heating systems in the south-east Queensland (SEQ) region [20] . Moreover, SEQ electricity utilities have implemented off-peak electricity supply tariffs for water heating systems in order to reduce peak energy demand [20] .
As described by Brahme et al. [21] , the lifestyles of residents and the local weather conditions will considerably affect the energy performance of buildings. Therefore, notwithstanding the theoretical enhanced performance of energy efficient water heating technologies (i.e. solar and heat pumps), the feasibility of each water heating system type will depend on its energy performance under local weather conditions and hot water consumption patterns [22, 23] . Further, the electricity supply tariff selected (i.e. all-day, controlled off-peak, night rate off-peak) may also play an important role in the performance of each system, as the supply of off-peak energy may not suit the demand patterns of a particular household. As a result, depending on the system design and operation patterns, either the capacity to deliver hot water may be constrained, or the performance of energy efficient water heating systems (i.e. solar hot water) may not be optimal. Therefore, studies addressing the effect of different electricity supply tariffs on the performance of water heating systems are crucial in order to determine the optimal strategy that combines asset and non-asset solutions. Such studies should primarily focus on the reduction of the total and peak energy demands of residential water heating systems without constraints in order to achieve the required level of service.
The objective of this study is to analyse the performance of residential water heating systems in the Queensland state capital city of Brisbane in Australia, for different electricity supply tariffs, hot water tank sizes, and washing machine heating source. The study analyses electric, solar and heat pump water heating technologies, considering their effect on the electricity grid (i.e. power peaks, time-distribution of energy according to electricity tariffs, and energy intensity) and their level of service (e.g. compliance rates with recommended hot water temperatures).
Method

Overview
The study was formulated to determine the performance of different residential water heating systems for combinations of technology type, selected electricity tariff, washing machine type, hot water tank size and weather conditions for Brisbane (Fig. 1 ). The study assessed three types of water heaters: (i) solar with electric back-up, (ii) heat pump, and (iii) electric. Herein, electric systems are considered systems with an electrical resistance (i.e. heating element) that converts electricity into heat. The heat pump type is an air source heat pump, of which the heat of the air at a lower temperature is pumped into water of a higher temperature. Electricity is used in all system types: in electric systems, it is the primary source of energy; in solar, it is the secondary source; and in heat pumps, it is used as the fuel to operate compressors in order to invert the heat flux from the colder air into the warmer water via a refrigeration cycle [24] . Fig. 1 . Flowchart of the study method.
Scenarios
For each water heating system type (N=3), 18 scenarios were simulated (i.e. 54 scenarios in total), which took into account the combination of three tank sizes (i.e. 125 l, 250 l and 325 l), two hot water consumption patterns (i.e. average hot water consumption with and without washing machines: 100 m³/year [total water demand pattern] and 68 m³/year [partial water demand pattern], respectively) and three electricity supply tariff types (i.e. all-day, controlled and night). The parameters used to compose the scenarios were based on products and services available on the local market or installed in the studied households.
Simulation software
Simulations were carried out using the software EnergyPlus 8.1, which is open access software for energy analysis that is provided by the United States Department of Energy. This software was utilised for modelling the various scenarios in the study. A comprehensive application of the software is provided by Bojic et al. [25] .
For calculations, a time step equal to one minute was applied in a similar way to other studies (e.g. Hong et al. [26] ). Detailed information about the assumptions adopted in the models is provided in the following section.
Local characteristics
Weather file
The simulations were performed using a Representative Meteorological Year (RMY) climate file based on data recorded by the weather station located at the Brisbane Airport (WMO 945780). The RMY climate file was downloaded from the EnergyPlus website. The following climatic conditions were used as input parameters for the simulations: air temperature, dew point, relative humidity, sky cover, global solar radiation and diffuse solar radiation.
Water temperature
The sourced cold water temperature was estimated using the method described by Hendron et al. [27] , in which the town water temperature is calculated through correlations with both the annual average outdoor air temperature (dry-bulb) (i.e. 19.9 °C for Brisbane) and the maximum difference in the monthly average outdoor air temperature (i.e. 11.3 °C for Brisbane). Both input values were calculated from the RMY climate file. The calculation for this parameter was performed using EnergyPlus.
The outdoor air temperature, cold water (town water supply) temperature and hot water temperature settings are illustrated in Fig. 2 . These values were employed to represent the water temperature for water heating systems in Brisbane, Australia. The average monthly cold water temperature ranged from 19.8 °C to 26.8 °C and the outdoor air temperature ranged from 13.9 °C to 25.2 °C. Despite possible variations in the temperature of different hot water end use events, the hot water end use (e.g. shower, bath, tap, and washing machine) was set to a constant temperature of 40.0 °C for the purpose of this study, as suggested in other studies [27] [28] [29] .
As widely described in the literature, temperatures over 55 °C inhibit the growth of Legionella sp. [30] [31] [32] .
Therefore, to control the proliferation of Legionnaire's disease in systems with hot water storage, the Australian and New Zealand Standard for Heated Water Services (AS/NZS 3500.4.2:2003) sets a minimum temperature of 60 °C for hot water tanks [33] . In contrast, temperatures above 70 °C may damage the lining of vitreous enamel storage tanks [34] . Therefore, in this study, a temperature set-point ranging from 60 °C to 70 °C was adopted for hot water tanks.
Hot water consumption patterns
Hot water consumption patterns were obtained from the SEQ Residential End Use Study (SEQREUS) [35] , in which a smart metering data acquisition process and subsequent water end use classification method was used as described in detail by Willis et al. [36] and Beal and Stewart [37] . In the present study, available data associated with the SEQREUS was used for the hot water end uses of 12 Brisbane households in winter and summer in 2010 as described in supplementary document (Appendix A).
The performance of water heating systems was analysed considering two representative water consumption patterns for households in Brisbane, including: (i) partial water consumption pattern (i.e. hot water supply to shower, baths and taps) -68 m³/year; and (ii) total water consumption patter (i.e. hot water supply to washing machines, shower, baths and taps) -100 m³/year.
Hot water tank size
Information regarding the type, model and size of water heating systems installed in Brisbane households was collected during site visits carried out for the SEQREUS [35] . These data were used to determine the most prevalent type of water heating system with a primary or secondary heating source powered by electricity (e.g. electric, electric-boosted solar and heat pump water heating systems) among the studied households.
In total, information about the nominal capacity of hot water tanks of 27 households in Brisbane was used in this study. The number of residents in the households varied from one to seven people, with an average of three people per household. The household size and water heating system size and type were used to determine a representative nominal capacity of hot water tanks for each water heating system type among the studied households.
Statistical analyses were carried out to determine the influence of the number of residents per household on the nominal capacity of hot water tanks installed in the assessed households. For this purpose, two analyses were performed: (i) correlation between number of residents and nominal capacity of hot water tanks; and (ii) single factor analysis of variance (ANOVA), which considered the variance of the nominal capacity of hot water tanks among three different populations (i.e. households with 1-2 residents, 3-4 residents and >4 residents) for a 95 % confidence interval.
For each water heating system type, the nominal capacity of hot water tanks was classified into eight intervals of 50 l, from 100 l to 500 l. The mean value of the most prevalent nominal capacity interval for each water heating type was adopted as the representative among the studied households. These nominal capacities of hot water tanks were used to carry out the analysis for all water heating system types.
For all system types, model simulations were performed considering the volume of hot water tanks to be 10 % lower than their nominal capacity as suggested by Burch and Erickson [38] . Moreover, the models were performed considering the stratification of water into six nodes (volume of water with a single temperature) of equal volume within hot water tanks. It was assumed that hot water tanks were positioned vertically for electric and heat pump water heating systems, and, horizontally, for solar water heating system.
Operational assumptions and technical specifications of water heating systems
The technical specification of the most prevalent model for each water heating system type, among the 27 households assessed, was taken into account to carry out simulations. Technical specifications of the selected models were obtained from the websites of their respective manufacturers. The performance curves of the heat pump compressor and evaporator, as well as of the solar collector, were obtained from template and library files available using the EnergyPlus software.
The hot water tank heat loss was calculated based on the technical specifications of the insulation materials for this component. Heat losses in the distribution system (i.e. pipes) were not taken into account. Parasitic power loss rates were considered equal to 10 W, which is mainly attributed to stand-by power consumption. This assumption was based on the upper standby power range described by Guan et al. [39] .
Electricity supply tariff selection
Currently, the energy distributor servicing the Brisbane region supplies residential buildings with three different electricity supply tariffs for water heating systems listed in order of most to least expensive: (i) all-day (i.e. 24 hours continuous supply); (ii) controlled (i.e. at least 18 hours supply with interruption during peak hours); and (iii) night (i.e. eight hours supply during the late night).
This information was obtained via telephone contact with the electricity distributor for the city of Brisbane (i.e. Energex). They also advised that intermittent supplies (i.e. controlled and night rate tariffs) may vary their electricity supply periods daily, depending on the peak hour demand for each day.
Notwithstanding the variable nature of electricity supply periods for intermittent electricity supply tariffs, a fixed most-likely schedule throughout the year was adopted to characterise them. For the controlled supply scheme, interruptions in the electricity supply were set from 7 am to 9 am and from 4 pm to 8 pm, whereas for the night supply scheme, interruption was set from 6 am to 10 pm. Simulations were carried out considering these three electricity supply tariff arrangements for each studied water heating system type.
Water heating system performance evaluation criteria
The performance of the modelled systems in each scenario were analysed considering both the energy performance of water heating systems (i.e. power peaks, time-distribution of energy demand, and energy intensity) and their level of service (i.e. compliance rates with recommended hot water temperatures). Each of these performance evaluation categories and sub-categories are discussed in detail in the following sections.
Energy performance
Energy performance was assessed in terms of energy intensity (i.e. unit of energy per unit of water in kWh/m³) and power peaks (i.e. percentage (%) of the total energy usage during peak hours).
The energy intensity of the simulated systems was calculated as per Eq. (1):
where is the energy intensity of the water heating system (kWh/m³); is the instantaneous power rate of the system (kW); is the instantaneous water flow rate consumption (m³/min); and is the time elapsed (min).
The total energy intensity of the hot water supply in households with front load washing machines was calculated taking into account the energy intensities of both the domestic water heating system under the partial water consumption pattern, and of the internal water heating system of washing machines through Eq. (2). This equation also takes into account the potential reduction of the energy intensity promoted by water savings in a front load washing machine with internal heating elements.
where is the total energy intensity of the hot water supply (kWh/m³); is the energy intensity of the water heating system "n" (kWh/m³); is the hot water demand met by the water heating system "n" (m³/year); is the water saving potential achieved when using water heating system "n"; is the total hot water demand.
Pursuant to the energy tariff description provided by the local energy distributor (i.e. Energex), electricity supply hours were classified into three periods: (i) 'off peak', from 10 pm to 7 am; (ii) 'shoulder', from 7 am to 4 pm and from 8 pm to 10 pm; and (iii) 'peak', from 4 pm to 8 pm. The amount of energy consumed by systems during peak, shoulder and off-peak periods was calculated in accordance with Eq. (3):
where is the percentage of energy consumption within the period 'i' (%); is the energy consumption within the period 'i' (kWh); and is the total energy consumption (kWh).
Level of service
The level of service (i.e. hot water supply capacity) was determined by assessing the compliance of systems against two parameters: (i) end use temperature (40 °C); and (ii) tank lower temperature (>60 °C). These parameters are crucial for the provision of hot water, as non-compliance may lead to both a reduction in hot water supply comfort and health risks arising from Legionnaire's disease.
Temperatures were classified into nine water temperature intervals. The closer a temperature interval was from the hot water end use temperature set-point, the shorter was its interval range. This procedure was adopted to detail temperature ranges in which hot water is more likely to be used (i.e. 30 and 40 °C) at end use points. The percentage of hot water availability for each temperature interval was calculated using Eq. (4):
where is the percentage of water availability within the temperature interval 'i' (%); is the total time with temperature within interval 'i' (min); and is the total time elapsed (min).
The amount of time in which systems complied with the temperature set-points was calculated by summing the total period for which systems complied with the specified temperature thresholds.
Water heating system performance evaluation framework
The performance of each modelled scenario was classified in accordance with a developed evaluation framework incorporating four parameters, two within the category Energy Performance (i.e. electricity consumption at grid peak hours, and hot water services energy intensity), and two within the category Level of Service (i.e. end use temperature compliance, and tank lower temperature compliance).
The energy intensity of hot water supply services was calculated using Eq. (2), and when applicable took into account a set-point temperature of 40 °C for washing cycles as well as water savings of 36 % in front load washing machines with internal heating element. This water saving potential was based on the study carried out by Beal and Stewart [35] . The other parameters were calculated considering the performance of domestic water heating systems only.
In this evaluation framework, equal weights were attributed to all assessed parameters, as their combination allows for a holistic analysis of the performance of water heaters taking into account health, comfort and energy efficiency principles. For this purpose, three levels of performance were determined, with an associated score for each assessed parameter equal to Optimal -2.50 points, Intermediate -1.25 point, and Poor -0.00 points. The final score of each scenario was calculated by summing the scores obtained for each of the four performance parameters. Therefore, the maximum possible score for the assessed water heating systems was equal to ten points, while the minimum, zero points.
The classification system was determined in accordance with the internal variability of values encountered for a specific parameter. The highest and lowest performance levels were considered by dividing the calculated performances into upper and lower quartiles; whereas intermediate performance levels were attributed to values in the interquartile range. By doing so, the performance of water heaters was benchmarked against the best results found for each parameter assessed.
Result and discussion
Local characteristics
Hot water tank sizing
The advantage of water heating systems that utilise storage tanks relate to their capacity to heat water to a set-point temperature using a reduced power rating heating element at off-peak times or through renewable energy sources (i.e. solar) without drawing excessive amounts of energy from the grid during peak hour periods, as is often the case for instantaneous water heating systems. However, hot water storage tanks require adequate size selection in order to promote continuous and safe supply of hot water for households while using energy optimally. For example, oversized storages give rise to higher heat losses, while undersized storages may result in an inability to achieve required the set-point temperatures and a much higher utilisation of electricity consumption at peak periods to heat water.
Among the studied household groups (i.e. households with 1-2 residents, 3-4 residents and over 4 residents), there was not a significant difference in their hot water tank capacity (p=0.271) for a 95 % confidence interval.
The number of residents and the water heating tank size of the studied houses were not correlated (R 2 =0.035);
and actually showed an insignificant trend of smaller storages for larger household sizes. This finding is counterintuitive, as the tank size should be a function of the hot water demand (i.e. larger tank size with more residents per household).
Likely, this lack of correlation would be attributed to: (i) new residents moving into a house with an existing hot water heating system sized to a smaller household; (ii) developers under sizing systems to reduce implementation costs; or (iii) the deliberate selection of undersized tanks by householders due to financial constraints. This issue may be overcome by enforcing the installation of water heating systems with a tank storage capacity that is optimal for the occupancy rate designed for the building/apartment.
The tank water size interval with the highest frequency for electric water heating systems was ≥100 and <150 l, while for solar and heat pump systems, it was ≥300 and <350 l. Therefore, hot water tank with a nominal capacity of 125 l and 325 l were analysed in the study so as to explore the range of systems predominantly utilised among the studied households. As the number of residents did not affect the nominal capacity of hot water tanks among the studied population, it was assumed that 125 l and 325 l hot water tanks alike can be used to supply hot water for a representative household size in Brisbane with an average population of 3 residents. In addition to the two empirically determined hot water tank nominal capacities, models were also performed for 250 l hot water tanks, which is the recommended minimal tank size for water heaters at households with 3-4 residents in Australia [34] .
In 2010, the most frequent water heating system type among assessed homes in Brisbane was electric. Despite the prevalence of electric systems in the total housing stock in Brisbane, it is likely that solar and heat pump system will be more frequent in the new building stock constructed in the last five years in the region.
Nonetheless, this transition may not occur immediately as electric systems typically have a lower capital cost and maintenance requirement, as well as a greater reliability to provide hot water in all weather conditions, compared with solar and heat pump systems. These differences will depend on the electricity tariffs, as the economic feasibility of energy efficient systems (e.g. solar and heat pump) will be mostly associated with a reduction in operational costs in comparison to electric systems.
Technical specifications of water heating systems
The technical specifications of the three studied water heaters (i.e. solar, electric and heat pump) were used to model the systems. The models for solar heating systems were developed considering an ideal north-facing orientation and a tilt angle equal to the local latitude (i.e. 27.2 ° in Brisbane) in accordance with the Plumber Reference Guide [34] . By contacting the local retailers of solar systems, the most common solar system model for the Brisbane region was defined as a 300 l hot water tank with an electric booster of 1800 W and two solar collectors with copper risers and a black polyester powder-coated aluminium absorber. The performance variables of the modelled collector are presented in Table 1 . The power rating of heating elements of the electric system was assumed to be equal to 3600 W. This rate was based on the manufacturers' specifications. The conversion efficiency of electricity into heat by heating elements of electric and solar water heating systems was considered equal to 100 % as described by Burch and Erickson Table 2 Technical specifications of the heat pump.
Parameter Value
Rated heating capacity (W) 3600 Rated coefficient of performance (W/W) 4.0 Minimum inlet air temperature for compressor operation (°C) 11 Compressor location Outdoors Secondary heating element (W) 0
The reviewed technical specifications indicated a standard insulation of glass wool with 38 mm thickness for hot water tanks. This insulation was adopted to estimate conduction heat losses on tanks. As the thermal conductivity of glass wool is approximately 0.04 W/(m•K) and the thickness of the insulation was 38 mm, the heat loss coefficient was considered equal to 1 W/K.
Systems performance
Electric system
In general, the energy demand for electric water heating systems varied considerably among the different scenarios. The estimated annual average daily water consumption and power peaks of electric water heating systems are illustrated in Fig. 3 . A significant fraction of the water demand occurred within the grid peak electricity demand from 4pm to 8pm.
For the different electricity tariffs, power peaks occurred at different times, in which the power peak occurred after water consumption peaks for systems with all-day electricity supply, and immediately after power reestablishment for systems with intermittent electricity supply (i.e. controlled and off-peak tariffs). Electric supply for systems connected to all-day power tariffs occurred during grid peak electricity hours 29 to 45 % of the times Fig. 4a . and total water demand pattern, and all-day, controlled and night off-peak electricity tariffs.
The annual energy consumption of electric systems was equal to 2.3 and 2.9 MWh/hh on average for the partial and total water consumption patterns, respectively. Electric systems increased their energy consumption when larger hot water tank capacities were used. This can be attributed primarily to higher heat losses in larger tanks.
Moreover, when electric systems were under capacity to supply hot water services (e.g. systems with 125 l tanks and connected to off-peak electricity tariffs [ Fig. 4d ]), the energy consumption was reduced as systems supplied water at a lower temperature than the set-point temperature.
The energy intensity of electric systems was equal to 31.6 kWh/m³ on average, ranging from 21.0 to 38.7 kWh/m³ (Fig. 4c) . From an energy intensity perspective, total water consumption pattern scenarios were, on average, 5 kWh/m³ (19 %) more efficient than the partial water patterns, in which hot water is not supplied to washing machines. The lower energy intensity of systems under the total consumption patterns is mainly attributed to the detention time of hot water in tanks. The longer the detention time, the more heat lost from a volume of hot water. This, in turn, leads to reheating requirements, which increase the amount of energy embodied in the hot water. Similarly to the energy consumption, the energy intensity had an upward trend with an increase of the hot water tank capacity.
The energy intensity difference of partial and total hot water supply systems was even more pronounced when the energy consumption of front load washing machines with internal heating elements were taken into account. Only electric systems with a continuous electricity supply complied at all times with the temperature set-point for hot water tanks (60-70 °C). The compliance levels dropped to between 80 and 96 % for systems connected to controlled electricity supply. The compliance declined considerably in the night electricity supply tariff, when the hot water tank temperature was below the 60 °C set-point temperature 45-65 % of the time.
Depending on site specific conditions, the non-compliance with the 60 ºC hot water threshold in hot water tanks may promote Legionella outbreaks. Nonetheless, as described by Serrano-Suárez et al. [31] , the growth of Legionella is multifactorial, and depends not only on temperature ranges, but also on the microbial and physicochemical characteristics of each system. Factors such as biofilm formation are directly correlated with Legionella growth, as heterotrophic bacteria and protozoa may protect Legionella from intermittent harsh conditions (i.e. temperatures over 55 °C) [31] . This may be linked with the findings of Mathys et al. [40] , who observed that among 400 residential water heating systems with hot water tanks in Germany, Legionella was present only in systems with more than 2 years of operation. Therefore, extended periods of non-compliance with the 60 °C temperature threshold may promote health risks associated with Legionnaires' diseases predominantly in older water heating systems due to biofilm formation.
All electric system scenarios complied with the hot water tank end use set-point temperature (40 °C), except for systems with 125 l tanks and night electricity supply tariffs. For these systems, the water temperature was under the temperature set-point 15 and 30 % of the time for the partial and total water consumption patterns, respectively. The reported minimum hot water tank sizes for households with 3 residents and electric water heating systems connected to controlled and night off-peak tariffs are 125 and 250 l, respectively, as per the local energy distributor [41] . The models presented in this study show that the tank sizes recommended by the local energy distributor are adequate for the hot water end use set-point of 40 ºC even when systems are under the total water demand pattern (275 l/hh/d or 100.4 m³/year). Moreover, the models confirmed the existence of non-compliant events of electric water heating systems design out of specification (e.g. electric water heating system with 125 l tank connected to night off-peak tariff).
By using controlled energy supply schemes, the compliance rate with recommended hot water temperatures of electric systems did not decline significantly (Fig. 4d) , and between 0.8 and 1.3 MWh/hh/year of the energy consumption could be diverted from peak hours to shoulder or off-peak hours of the electricity grid (Fig. 4b ).
Solar system
Solar water heating systems promoted a significant reduction of power peaks in relation to electric systems, as electricity supply is used only as a back-up energy source. Fig. 5 illustrates the daily average power peaks of the modelled solar water heating systems for a representative household in Brisbane. Fig. 5 . Solar water heater annual average water and energy demand patterns under different scenarios: tank sizes of 125, 250 and 325 l, partial and total water demand patterns, and all-day, controlled and night off-peak electricity tariffs.
The power peak for solar systems connected to all-day and controlled electricity tariffs took place predominantly after the morning water peak consumption, whereas night peaks occurred only for systems connected to the night off-peak tariff. The electricity consumption during peak hour times was minimal for solar systems connected to all-day electricity supply, varying from 4 to 5 % out of the total electricity consumption, as most of the electricity consumption (i.e. approximately 86 %) occurred during shoulder hours for the electricity grid. Similar results were observed for solar systems connected to controlled electricity supply, in which 86 to 90 % of the electricity consumption occurred during shoulder hours (Fig. 6a) . and total water demand pattern, and all-day, controlled and night off-peak electricity tariffs.
The electricity consumption of solar systems was on average 0.8 and 1.0 MWh/hh/year for the partial and total water consumption patterns, respectively, ranging from 0.2 to 1.6 MWh/hh/year (Fig. 6b) . As with electric water heating systems, solar systems with larger hot water tanks consumed more electricity mainly due heat losses.
However, the electricity consumption increase was not as pronounced as in electric systems, because solar systems can both heat water at higher temperatures than the set-point temperature, and promote continuous heating when solar radiance is available.
The combination of solar hot water supply to hot water end uses considered into the partial water consumption The energy intensity of the modelled solar water heaters varied from 2.6 to 18.5 kWh/m³ (Fig. 6c) , with an average of 10.8 kWh/m³. Aye et al. [16] estimated an energy intensity of approximately 7 kWh/m³ for a thermosiphon solar water heating system in Brisbane with a total collector area of 6 m², total water consumption of 270 l/hh/day, hot water tank capacity of 270 l and negligible heat losses in hot water tanks. The larger variation of the energy intensity in the present study is mainly due to the temporal distribution of different electricity tariffs. For instance, the energy intensity of solar systems connected to all-day, controlled and off-peak electricity tariffs was 16.0, 12.3 and 4.1 kWh/m³, respectively. The considerably reduced energy intensity of solar systems with night off-peak electricity back-up is related to the absence of electricity after the morning peak water consumption, which has promoted peak power demand in systems connected to controlled and all-day electricity supply..
Despite the optimal energy performance of solar systems connected to the night off-peak tariff, a reduction of compliance rates, with recommended minimum temperature set-point for hot water tanks equal to 30 to 45 % was observed (Fig. 6d) . On the other hand, the level of compliance with this parameter increased to 91 and 98 % on average when controlled and all-day electricity supply were used, respectively. Solar water heating systems were able to supply water at the hot water end use temperature set-point at 98 % of the time. The lowest compliance rate with for this parameter (i.e. 89 %) was observed for the solar systems with 125 l hot water tank on night off-peak energy supply and total water consumption pattern.
Among the studied system types, solar water heating systems are likely the most resilient to Legionella outbreaks due to their larger capacity to maintain water above 60 °C; nonetheless, adequate compliance with this parameter is required in order to guarantee a safe hot water supply. If this issue is addressed successfully, the use of night off-peak electricity supply may considerably enhance the energy performance of solar system. For example, to optimise the performance of solar system with night electricity supply, solar systems with more efficient solar collectors may be utilised.
Heat pump system
Heat pump water heating systems had a similar electricity power peak pattern to electric systems, with power peaks occurring after hot water use or after power re-establishment in heat pump systems connected to intermittent electricity supply (Fig. 7) . Nevertheless, electricity peaks associated with heat pumps were significantly lower than the ones related to electric systems due to the lower power input required to run heat pumps. Fig. 7 . Heat Pump water heater annual average water and energy demand patterns under different scenarios: tank sizes of 125, 250 and 325 l, partial and total water demand patterns, and all-day, controlled and night off-peak electricity tariffs.
When all-day electricity supply was used, the peak hour electricity consumption was approximately equal to that of electric water heaters, ranging from 27 to 43 % out of the total energy consumption (Fig. 8a ). The energy consumption of heat pump systems varied from 0.6 to 1.2 MWh/hh/year depending on the water consumption.
For the heap pump systems with a higher energy consumption (i.e. systems with the total water consumption and connected to all-day electricity supply), approximately 0.5 MWh/hh/year of the electricity consumption could be diverted from peak hour by using intermittent electricity supply. The increase of heat losses associated with an increase of the hot water capacity promoted a minor increase in the energy consumption of heat pumps (i.e. 0.1 Fig. 8 . Heat Pump water heater annual average peak electricity demand (a), annual energy consumption (b), energy intensity (c) and hot water supply capacity (d) under different scenarios: tank sizes of 125, 250 and 325 l, partial and total water demand pattern, and all-day, controlled and night off-peak electricity tariffs.
In households with heat pump systems, the use of washing machines with internal heating promoted an increase in total electricity from 0.5 to 2.5 MWh/hh/year (46 to 238 %) depending on the temperature set-point during washing cycles. By taking into account a water saving potential of 36 % as described by Beal and Stewart [35] , this increase in electricity consumption could range from 0.2 to 1.5 MWh/hh/year (23 to 146 %).
Likewise with electric and solar water heating systems, the increase of the energy efficiency of heat pumps with the use of intermittent electricity supply resulted in a negative trade-off with the compliance rate for minimal hot water temperature set-points. Therefore, the average level of compliance with the minimal temperature set-point in hot water tanks declined from approximately 99 % for heat pumps connected to all-day electricity supply to 38 and 85 % by using night off-peak and controlled electricity supply, respectively (Fig. 8d) . In regards to the minimal end-use temperature set-point, 100 % compliance levels were achieved in systems with all-day and controlled electricity supply, and, 85 % in systems with night off-peak. The use of larger hot water tank capacities in systems connected to intermittent energy supply promoted an increase of the compliance level with minimal hot water temperature set-points. For instance, the average compliance level with the minimal hot water temperature in tanks increased from 69 % with the use of 125 l tanks to 74 and 78 % with the use of 250 and 325 l tanks, respectively.
The use of heat pumps can promote a significant reduction of the energy consumption for water heating in relation to electric water heaters. By combining this systems with controlled electricity supply, the energy consumption at peak hour for the electricity grid can be substantially reduced. Nevertheless, larger hot water tanks are necessary to maintain higher compliance ratios with minimal hot water temperature set-points in order to eliminate health risks associated with Legionella proliferation, as well as to guarantee high levels of comfort to users.
Water heating systems performance evaluation and comparative assessment
The modelled scenarios, i.e. combination of different water heating systems, hot water tank sizes, electricity supply tariffs, and hot water supply end uses, were assessed against an evaluation framework with a minimum and a maximum of 0 and 10 points, respectively. In this framework, four key parameters for the performance of water heating systems clustered in two groups were taken into account, including: energy performance (i.e.
percentage of electricity consumption during peak hour periods and energy intensity), and level of service (i.e.
compliance with the set-point temperatures for hot water end uses and minimum temperature in hot water tanks to prevent Legionella sp. proliferation). The results obtained for the assessed scenarios were used to set benchmarks for these parameters, as shown in Table 3 . Table 3 Performance classification thresholds for domestic hot water services in Brisbane.
Parameters Performance ranges
Poor Intermediate Optimal
Electricity consumption at peak hours (%) ≥ 5 > 0 and < 5 0 Hot water supply energy intensity (kWh/m 3 ) ≥ 27 > 12 and < 27 ≤ 12 End use temperature compliance (%) ≤ 96 > 96 and < 100 100 Tank lower temperature compliance (%) ≤ 56 > 56 and < 98 ≥ 98
Equivalent score per parameter 0 1.25 2.50
All the assessed scenarios showed partial compliance of hot water services against the evaluation framework (Table 4 ). The score of electric, solar and heat pump systems varied from 2.50 to 7.50, 5.0 to 7.5, and 3.75 to 8.75 points, respectively. Solar systems had the highest average performance (6.67 points), followed by heat pump (6.25 points) and electric (5.28 points) systems. Table 4 Energy performance and level of service of hot water supply services under different scenarios.
Note: Energy intensity of hot water supply services calculated considering water savings of 36 % in front load washing
machines with internal heating element [35] .
The prevalent intermediate levels of compliance of all studied water heating technologies reveals that technology selection alone is not sufficient to achieve high levels of performance for domestic hot water supply services. In order to address this complex issue, attention has to be drawn to other design parameters. In the following sub-sections, the influence of each studied parameter on the performance of hot water services is detailed.
Electricity supply tariffs
The time-distribution of energy according to electricity tariffs significantly influenced (p <0.001) the performance of water heating systems. On average, systems connected to a controlled electricity supply achieved a higher performance (7.22 points) than systems connected to all-day (6.04 points) and night off-peak supply (4.93 points).
The enhanced performance of systems under controlled electricity supply may be attributed to their capacity to divert electricity consumption from the electricity grid peak hours and maintain reasonable levels of performance with the minimal temperature threshold for hot water tanks (88 % on average). On the other hand, the lower performance of systems connected to night off-peak supply stem from the low compliance ratio with minimal temperature thresholds. For systems connected to all day supply, the intermediate performances were primarily related to the energy consumption during electricity grid peak hours.
The most efficient combination of domestic water heating technologies and electricity tariffs was observed for heat pumps and solar water heaters connected to controlled electricity tariffs, with average scores of 7.92 and 7.29 points, respectively. The poorest performance was observed for electric (4.17 points) and heap pump (4.38 points) systems connected to night off-peak electricity supply tariffs.
Storage tank size
The tank size was not significantly associated with a variation in the average overall performance of water heating systems (p > 0.1) for a 95 % confidence interval. Also, the upwards trend of the energy intensity of water heating systems with an increase of the hot water tank capacity was not significant (p > 0.1) for a 95 % confidence interval. The lack of difference was also identified by the low variability in the average overall score of systems with different storage capacities, which ranged between 5.97 and 6.18 points.
These results indicate other variables (e.g. electricity tariff) had a larger influence on the performance of domestic water heaters than the hot water tank sizes used. Note that this assumption may only be valid for the studied scenarios, taking into account a representative household in Brisbane. Therefore, hot water tank sizing may promote a significant variation in the performance of domestic hot water supply systems under different hot water consumption patterns and climate conditions.
Washing machine hot water supply
Two different hot water supply systems to washing machines were represented by the total and the partial water consumption patterns. In the first pattern (total), all hot water end uses were supplied by domestic water heaters, including the use of top load washing machines without internal heating. In the second pattern (partial), water efficient front load washing machines with internal heating elements were used, and hence were not connected to the domestic water heater. The washing machine type did not significantly influence the overall performance of domestic hot water supply (p >0.1); although, the type did appear to promote a significant variation in the energy intensity of water heaters. For instance, a significant increase of approximately 4 kWh/m³ of the energy intensity of solar water heaters (p < 0.05) and heat pumps (p < 0.001) was observed with the used of water efficient washing machines with internal heating set to 40 °C. Such increases would be even more marked with the use of washing cycles with higher temperatures.
Conclusions, recommendations and future research directions
Conclusions
This article presented models of residential water heating systems for the city of Brisbane in the South East
Queensland region, Australia, under different electricity supply tariffs, hot water tank capacities, and washing machine types.
The performance of hot water services was assessed for 54 scenarios generated from the combination of three residential water heating system types (i.e. electric, solar electric boosted, and heat pump), three electricity supply tariffs (i.e. all-day (24h), controlled (18h), and night off-peak (8h)), three hot water tank capacities (i.e.
125, 250 and 325 l), and water heating systems under two water consumption patterns (i.e. partial -without connection to washing machine, and total -with connection to washing machine). Two categories of criteria were used to assess the performance of systems: (i) energy performance (i.e. electricity consumption at peak hours and energy intensity); and (ii) level of service (i.e. compliance rate with temperature set-points for hot water end uses and hot water tank).
By analysing the influence of each system configuration against the set of performance criteria, the following conclusions were drawn:
• A controlled (18h out of peak hours) electricity supply tariff has the potential to divert electricity demand away from peak hours without a considerable decrease of temperature in hot water tanks for nominal hot water tank sizes of 250 and 325 l ;
• Water heating systems connected to night off-peak electricity supply (8h) tariff for solar and heat pumps water heating systems may require tank sizes over 325 l in order to maintain hot water within minimum set-point temperatures;
• The average estimated hot water demand of households with washing machines connected to hot water tanks is potentially higher than the one recommended in the Australian Plumbing code, and, as such, may reduce the performance of residential water heating systems on site;
• Solar systems appeared less prone to Legionella sp. outbreaks as this system type has a more stable performance due to their dual energy source (i.e. solar energy and electricity), and thus promotes a higher average temperature within hot water tanks;
• Solar systems connected to all-day energy supply consume minimal amounts of energy during electricity grid peak hours;
• Electric systems were shown to have a low energy performance, yet their widespread use may continue due to their low capital and maintenance costs;
• In general, the connection of washing machines to water heaters appeared to have a beneficial effect on the energy performance of domestic hot water services;
• Water efficient front load washing machines are likely to promote an increase in the energy intensity of heat pump and solar water heating systems.
Recommendations
The development of codes for suitable homes should address the impact of residential water heating systems in a more comprehensive way, in which not only the technology type to heat water is considered, but also the hot water demand, hot water tank size and the electricity supply tariff.
The key recommendations of the study include:
• A wider adoption of controlled electricity supply tariff as the optimal energy supply scheme to enhance the performance of water heating systems;
• Avoiding night off-peak electricity supply tariff for systems with similar characteristics to the ones studied in order to prevent extended periods of non-compliance with the minimum hot water tank temperature thresholds, and hence potentially reduce health risks associated with Legionella sp.
proliferation;
• Increased connections of washing machines to energy efficient water heating systems with large storage capacity to enhance the energy performance of the domestic hot water supply;
• The level of service of solar systems connected to night off-peak energy supply could be enhanced through the selection of larger solar collector areas and more efficient solar collectors;
• Where possible, water heating systems could be designed considering hot water demand patterns determined empirically in order to prevent perverse impacts from systems under sizing or oversizing;
• Increased use of domestic solar water heaters as a preferred option when using intermittent electricity supply tariffs for supplying hot water to households who are susceptible to pneumonia (e.g. elderly people), as solar systems are usually more resilient to temperature drops, and hence associated Legionella sp. growth;
• Ensuring robust hot water tanks for solar systems to allow for a high temperature range of 80-90 °C in order to enhance the collection of solar energy.
The findings and recommendations of this study apply for residential buildings in Brisbane, Australia. Likely, they may be also used as an initial baseline to infer the performance of water heating systems in other subtropical regions of the world with similar climate (e.g. South East Queensland region in Australia, coastal cities in Santa Catarina State in Brazil, etc.). Nonetheless, caution should be practiced when generalizing the herein findings, in which a case-by-case analysis is more appropriate.
Future research directions
Further assessment of residential water heating systems under empirical hot water demand patterns will facilitate a gradual narrowing of the knowledge gap regarding on-site energy and hot water supply performances of water heating systems. Future research directions include, but are not limited to:
• Determination of hot water demand patterns through empirical studies taking into account household type variability across different seasonal and climatic conditions;
• Performance analysis of solar water heating systems through the installation of a variety of collector set ups under different built environments (e.g. sun exposure, roof configurations); and
• Assessment of the relationship between energy efficiency and standard of service (i.e. hot water set up temperature at water end use points). [1] . The smart metering data acquisition process and subsequent water end use classification method is described in detail by Willis et al. [2] and Beal and Stewart [3] . In the present study, it was also utilised available data associated with the SEQREUS for the hot water end uses of 12 Brisbane households in winter and summer in 2010.
Supplementary Data
Method use to estimate hot water consumption patterns
The average hot water consumption pattern among households was used to perform the simulations. Water end uses with similar functions, which may have interchangeable uses, were clustered together to avoid underestimating peak demands and to provide a more realistic representation of the average consumption pattern among households. Therefore, the hot water end uses were grouped as: (i) shower and bath, (ii) washing machine and (iii) taps.
The average water consumption among households for each hot water end use group was determined over a 24-hour period with hourly resolution (i.e. diurnal consumption pattern). This pattern was established considering two peak periods in order to represent the morning (am) and evening (pm) peak hours. This assumption was necessary to clearly define peak water consumption events that would otherwise be misrepresented if only the total average hourly consumption among households was considered. The peak hot water consumption of each end use group was calculated for weekdays and weekends during summer and winter using Eq. (A.1):
where is the percentage of the maximum daily water consumption during peak hour 'i' (%); is the average household (hh) water consumption (l) during the period represented by peak hour 'i' (l/hh); and is the maximum average daily household (hh) water consumption (l) on weekdays and weekends in the summer and winter (l/hh).
For the simulations, a schedule to represent the hot water consumption pattern was developed using the fraction of the maximum consumption calculated for each peak hour and the average flow rate. Two hot water consumption patterns were used to represent the studied group in the simulations: a partial consumption pattern, which was characterised by a combination of the hot water end use categories 'shower and bath' and 'taps'; and a total consumption pattern, which encompassed the end use categories 'washing machine', 'shower and baths', and 'taps'. The partial consumption pattern was used to represent households in which the washing machine was not connected to the water heating system, while the total consumption pattern represented households where the washing machine was connected to hot water from the heating system.
For the total water consumption pattern, the average water consumption of washing machines from all studied households was used as a representative consumption pattern, regardless of differences among washing machine types. However, top-loading washing machines usually rely on hot water from water heating systems as it has both hot and cold tap connections; while front load washing machines are typically connected to the cold water tap only and heat the water using an internal heating element (i.e. electrical resistance) [4] .
The energy required to internally heat water in front load washing machines (cold tap connection only) was calculated through EnergyPlus models as an instantaneous (tankless) electric water heater.
Estimated hot water consumption patterns
The average water consumption patterns and estimated peak water demand for water end use groups with potential hot water demand are presented in The maximum daily water consumption pattern for the combined shower and bath end use category was observed during summer, where consumption on weekends (i.e. 116.8 l/hh/d) was slightly higher than on weekdays (i.e. 110.4 l/hh/d). During winter, the water consumption decreased to 94.1 and 106.0 l/hh/d on weekdays and weekends, respectively. In both seasons, peak hour periods were generally observed during mornings and evenings. However, morning peaks were higher in winter, whereas evening peaks were higher in summer.
Time (h)
Despite the lower average total volume of water consumption for shower and bath on weekdays when compared to weekends, weekdays had higher peak in water consumption as householders usually have a tighter schedule for daily routines during week days (e.g. set start times to get ready for school and work in the mornings).
In relation to the total daily water demand, the peak water consumption for shower and bath reached 57 % at 7 am and 43 % at 5 pm on weekdays in winter (Fig. A. 1a) ; 40 % at 8 am and 60 % at 6 pm on weekends in winter (Fig. A. 1b) ; 40 % at 7 am and 60 % at 6 pm on weekdays in summer (Fig. A. 1c) ; and 36 % at 9 am and 64 % at 7 pm on weekends in summer (Fig. A. 1d) . For washing machines, the water consumption pattern was the highest on weekends in winter (i.e. 127.4 l/hh/d) followed by weekends in summer (i.e. 109.2 l/hh/d) ( Fig. A. 2) . The slightly higher consumption in winter, in comparison to summer, may be due to the larger quantity of clothes washing in winter (i.e. more jackets, jeans and jumpers). On weekdays, the winter and summer patterns were similar, with water consumption of 78.0 and 77.1 l/hh/d, respectively. Clothes washing events are less frequent during the week since working families lack time during weekdays and cannot wait for long washing cycles to end.
Notwithstanding the more homogeneous water consumption patterns during morning periods, similar peak hour values during morning and afternoon periods were estimated in order to represent the consumption pattern of the assessed households. Morning peaks generally occurred around 8-9 am, while afternoon peaks were observed around noon in the winter and during later hours in the summer. The water consumption of tap end uses was higher in summer, when the weekday and weekend patterns were equal to 88.9 and 88.0 l/hh/d, respectively (Fig. A. 3 ). On the contrary, winter consumption patterns were slightly lower on weekends (i.e. 76.9 l/hh/d) and considerably lower on weekdays (i.e. 65.2 l/hh/d).
The consumption pattern for taps was more distributed in comparison to other water end uses. Nonetheless, there was still two clear peak hour periods during the day, in which peak hours reached 36 % at 7 am and 64 % at 6 pm on weekdays in winter; 31 % at 9 am and 69 % at 6 pm on weekends in winter; 40 % at 7 am and 60 % at 6 pm on weekdays in summer; and 42 % at 9 am and 58 % at 5 pm on weekends in summer.
Two representative hot water consumption patterns were estimated for the studied households: (i) partial demand pattern (i.e. taps, and shower and bath combined); and (ii) total demand pattern (i.e. washing machine, taps, and shower and bath combined). Fig. A. 4 illustrates the estimated total demand pattern, as well as the partial demand pattern by disregarding the washing machine water consumption component represented in black. It is also similar to ranges described for the UK, in which Yao and Steemers [6] and Boait et al. [7] described average values of hot water consumption equal to 53
and 72 l/p/d, respectively.
A total water consumption pattern was estimated in order to represent households in which all hot water end uses are supplied by residential water heating systems, including hot water supply to washing machines. In such households, the estimated hot water supply from residential water heating systems increased by 48 % in 
